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NPDES PERMIT
EAST GOSHEN MUNICIPAL AUTHORITY
WASTEWATER TREATMENT PLANT




pennsylvania

ri’ DEPARTMENT OF ENVIRONMENTAL

PROTECTION

April 18, 2017

CERTIFIED MAIL NO. 7015 0640 0002 3147 7148

Mr. Louis Smith

Township Manager

East Goshen Municipal Authority
1580 Paoli Pike

West Chester, PA 19380-6107

Re:  Final NPDES Permit- Sewage
East Goshen Municipal Authority
NPDES Permit No. PA0050504
Authorization [D No. 1150974
East Goshen Township, Chester County

Dear Mr. Smith:

Your NPDES pemit is enclosed. Please read the permit carefully. The permit expires on the
date identified on page 1 of the permit. A renewal application must be submitted to this office
180 days prior to the permit expiration date, if a discharge is expected to continue past the
expiration date of the permit,

Any person aggrieved by this action may appeal, pursuant to Section 4 of the Environmentat
Hearing Board Act, 35 P.S. Section 7514, and the Administrative Agency Law, 2 Pa.C.S.
Chapter 5A, to the Environmental Hearing Board, Second Floor, Rachel Carson State Office
Building, 400 Market Street, P.O. Box 8457, Harrisburg, PA 17105-8457, 717.787.3483. TDD
users may contact the Board through the Pennsylvania Relay Service, 800.654.5984. Appeals
must be filed with the Environmental Hearing Board within 30 days of receipt of written notice
of this action unless the appropriate statute provides a different time period. Copies of the appeal
form and the Board’s rules of practice and procedure may be obtained from the Board. The
appeal form and the Board’s risles of practice and procedure are also available in braille or on
audiotape from the Secretary to the Board at 717.787.3483. This paragraph does not, in and of
itself, create any right of appeal beyond that permitted by applicable statutes and decisional law.

IF YOU WANT TO CHALLENGE THIS ACTION, YOUR APPEAL MUST REACH THE
BOARD WITHIN 30 DAYS. YOU DO NOT NEED A LAWYER TO FILE AN APPEAL
WITH THE BOARD.

IMPORTANT LEGAL RIGHTS ARE AT STAKE, HOWEVER, SO YOU SHOULD SHOW
THIS DOCUMENT TO A LAWYER AT ONCE. IF YOU CANNOT AFFORD A LAWYER,
YOU MAY QUALIFY FOR FREE PRO BONO REPRESENTATION. CALL THE
SECRETARY TO THE BOARD (717.787.3483) FOR MORE INFORMATION.

Southeast Regional Office
2 E Main Street | Norristown, PA 18401 | 484.250.5970 | Fax 484.250.5971
www,depweb.state.pa.us



Mr, Louis Smith -2 -

Ify¢ haveanyq ions,}| it Mr, James (Jim) M. 1T, Jr.:
Sincerely,
J ields, P.E.

Environmental  )gram Manager
Clean Water Program

CC:

S AIUOUL S LAALY & LWOLLLL £ AL LLLIVLLL § YY/ % uunuuSUIeS)

Central Office, Division of Operations, Monitoring '™ * Sy

Operations Section
]

REC..VED
apr 2t 00

PEM‘ASSOE ‘“NC

15051



3800-PM-BPNPSMO0012 Rav, 9/2016 COMMONWEALTH OF PENNSYLVANIA
Permit DEPARTMENT OF ENVIRONMENTAL PROTECTION

. BUREAU OF CLEAN WATER
% pennsylvania

D PAATMENT OF ENVIRONMEN TAL PROTECTION

AUTHORIZATION TO DISCHARGE UNDER THE
NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM
DISCHARGE REQUIREMENTS FOR PUBLICLY OWNED
TREATMENT WORKS (POTWs)

NPDES PERMIT NO: PA0050504

In compliance with the provisions of the Clean Water Act, 33 U.S.C. Section 1251 et seq. ("the Act") and Pannsylvania's
Clean Streams Law, as amended, 35 P.S. Section 691.1 et seq.,

East Goshen Municipal Authority Chester County
1580 Paoli Plke
West Chester, PA 19380-6107

is authorized to discharge from a facility known as East Goshen Municipal Authority STP & Sewer System, located

in East Goshen Township, Chester County, to Ridley Creek in Watershed(s) 3-G in accordance with effluent
limitations, monitoring requirements and other conditions set forth in Parts A, B and C hereof.

THIS PERMIT SHALL BECOME EFFECTIVECN  May 1, 2017

THIS PERMIT SHALL EXPIRE AT MIDNIGHT ON _ April 30, 2022

The authority granted by this permit is subject to the following further qualifications:

1. K there is a conflict between the application, its supporting documents andfor amendments and the terms and
conditions of this permit, the terms and conditions shall apply.

2. Failure to comply with the terms, conditions or effluent limitations of this permit is grounds for enforcement action;
for permit termination, revocation and reissuance, or maodification; or for denial of a permit rengwal application. (40

CER 122.41(a))

3. A complete application for renewal of this permit, or natice of intent to cease discharging by the expiration date,
must be submitted to DEP at least 180 days prior to the above expiration date (unless permission has been granted
by DEP for submission at a later date), using the appropriate NPDES permit application form. (40 CFR_122.41{b}).

122.21(dY)

In the avent that a timely and complete application for renewal has been submitted and DEP is unable, through no
fault of the permittee, to reissue the permit before the abgve expiratlon date, the terms and conditions of this permit,
including submission of the Discharge Monitoring Reports (DMRs), will be automatically continued and will remain
fully effactive and enforceable against the discharger until DEP takes final action on the pending permit application.

{25 Pa. Code §§ 82a.7(b} {c}

4. This NPDES permit does not constitute authorization ta construct or make modifications {o wastewater treatment
facilities necessary to meet the terms and conditions of this permit. O—QS
DATE PERMIT ISSUED April 18, 2017 ISSUED BY
Jenifer L Fielils, P.E.

Clean Water Program Manager
Southeast Regional Office
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Outfall 001, Continued (from May 1, 2017 through April 30, 2022)

Permit No. PA0050504

Effluent Limitations

Monitoring Requirements
Parameter Mass Units (Ibs/day) " Concentrations (mg/l) Minimum @ Required
Average Weekly Average Weekly Instant. Measurement Sample
Monthly Average Minimum Monthly Average Maximum Frequency Type
Ammonia-Nitrogen 24-Hr
Nov 1 - Apr 30 44 XXX XXX 7.0 XXX 14 1/week Composite
Ammonia-Nitrogen 24-Hr
May 1 - Oct 31 16 XXX XXX 2.5 XXX 5 1iweek Composite
24-Hr
Total Phosphorus 3.0 XXX XXX 0.5 XXX 1 1/week Composite

Samples taken in compliance with the monitoring requirements specified above shall be taken at the following location{s);
At discharge prior to wetland for Ouifall 301, and at effluent pump chamber for Qutfall 002 @.







3800-PM-BPNPSMD012 Rev. 8/2016
Permit Permit No. PA0050504

Outfall 002, Continued {from May 1, 2017 through April 30, 2022)

Effluent Limitations Monitoring Requirements
Parameter Mass Units (Ibs/day) Concentrations (mg/L) Minimum @ Required
Average Woeekly Average Woeekly Instant. Measurement Sample
Monthly Average Minimum Monthly Average Maximum Frequency Typa
- 24-Hr
Total Phosphorus 3.0 XXX XXX 0.5 XXX 1 1/week Composite

Samples taken in compliance with the monitoring requirements specified above shall be taken at the following location(s):

At discharge prior to wetland for Qutfall 001, and at effluent pump chamber for Qutfall 002 @),
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Permit No. PAD050504

(2) The effluent limitations for Qutfalls 001 and 002 were determined using effluent discharge rates of 0.75 MGD and
0.135 MGD, respectively.

(3) The organic design capacity of 2098 Ibs BODs per day for the treatment facility is used to prepare the annual
Municipal Wasteload Management Report to determine whether an “organic overload” condition exists, as defined
in 25 Pa. Code Chapter 94,

(4) Total Nitrogen is the sum of Total Kjeldahl-N (TKN) plus Nitrite-Nitrate as N (NOz+NQs-N), where TKN and
NQOz+NQOs-N are measured in the same sample. )
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Permit No. PA0050504

DEFINITIONS

At Cutfail (X>0X) means a sampling location in outfall line XXX below the last point at which wastes are added to
outfall line (XXX}, or where otherwise specified.

Average refers to the use of an arithmetic mean, unless otherwise specified in this permit. (40 _CFR

122.41(1)(4)(jii})

Best Management Prachices (BMPs) means schedules of activities, prohibitions of practices, maintenance
procedures and other management practices to prevent or reduce the pollutant leading to surface waters of the
Commonwealth. The term also includes treatment requirements, operating procedures and practices to control
plant site runoff, spillage or leaks, sludge ar waste disposal, or drainage from raw material storage. The term
includes activities, facilities, measures, planning or procedures used to minimize accelerated erosion and
sedimentation and manage stormwater to protect, maintain, reclaim, and restore the quality of waters and the
existing and designated uses of waters within this Commonwealth before, during and after earth disturbance

activities. {256 Pa. Code § 92a.2)

Bypass means the intentional diversion of waste streams from any portion of a treatment facility. (40_CFR
122 .41(m)(1X(1Y)

Calendar Week is defined as the seven consacutive days from Sunday through Saturday, unless the permittee
has been given permission by DEP to provide weekly data as Monday through Friday based on showing excellent
performance of the facility and a history of compliance. In cases when the week falls in fwo separate months,
the month with the most days in that week shall be the month for reporting.

Clean Water Act means the Federal Water Pollution Control Act, as amended (33 U.5.C.A. §§ 1251 to 1387).

Composite Sample (for all except GC/MS volatile organic analysis) means a combination of individual samples
{(at least eight for a 24-hour period or four for an 8-hour period} of at least 100 milliliters {mL) each obtained at
spaced time intervals during the compositing period. The composite must be flow-proportional; either the volume
of each individual sample is proportional to discharge flow rates, or the sampling interval is proportional to the
flow rates over the time period used to produce the composite. (EPA Form 2C)

Composite Sample (for GC/MS volatile organic analysis) consists of at least four aliquots or grab samples
collected during the sampling event (not necessarily flow proportioned). The samples must be combined in the

—— .

iaboratory immediateiy before anaiysis and ihen one anaiysis is performed. (EEA Furin 283

Daily Average Temperature means the average of all temperature measurements made, or the mean value plot
of the record of a continuous automated temperature recording instrument, either during a calendar day or during
the operating day if flows are of a shorter duration.

Daijly Discharge means the discharge of a pollutant measured during a calendar day or any 24-hour period that
reasonably represents the calendar day for purposes of sampling. For pollutants with limitations expressed in
units of mass, the "daily discharge” is calculated as the total mass of the pollutant discharged over the day. For
pollutants with limitations expressed in other units of measurement, the "daily discharge" is calculated as the
average measurement of the pollutant over the day. (25 Pa. Code § 92a.2, 40 CFR 122.2)

Daily Maximum Discharge Limitation means the highest allowable "daily discharge."

Discharge Monitoring Report (DMR) means the DEP or EPA supplied form(s) for the reporting of seif-meonitoring
results by the permittee. (25 Pa. Code § 92a.2, 40 CFR 122.2)

Estimated Flow means any method of liquid volume measurement based on a technical evaluation of the sources
contributing to the discharge including, but not limited to, pump capabilities, water meters and batch discharge
volumes.

Geomelric Mean means the average of a set of n sample results given by the n' root of their product.
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Permit No. PA0050504

Grab Sampie means an individual sample of at least 100 mL collected at a randomly selected time over a period
not to exceed 15 minutes. (EPA Form 2C)

Hauled-In Wastes means any waste that is introduced into a treatment facility through any method other than a
direct connection to the sewage collection system. The term includes wastes transported to and disposed of
within the treatment facility or other entry paints within the collection system,

Hazardous Subsfance means any substance designated under 40 CFR Part 116 pursuant to Section 311 of the
Clean Water Act. (40 CFR 122.2)

immersion Stabilization (i-s) means a calibrated device is immersed in the wastewater until the reading is
stabilized.

indirect Discharger means a non-domestic discharger introducing pollutants to a Publicly Owned Treatment

Works (POTW) or other treatment works. (25 Pa. Code § 92a.2, 40 CFR 122.2)
industrial User means a source of Indirect Discharge. (40 CFR 403.3)

instantaneous Maximum Effluent Limitation means the highest allowable discharge of a concentration or mass
of a substance at any one time as measured by a grab sample. (25 Pa. Code § 92a.2)

Measured Flow means any method of liquid volume measurement, the accuracy of which has been previously
demonstrated in engineering practice, or for which a relationship to absolute volume has been obtained.

Monthly Average Discharge Limifation means the highest allowable average of "daily discharges" over a
calendar month, calculated as the sum of all "daily discharges” measured during a calendar month divided by
the number of "daily discharges" measured during that month. (25 Pa,. Code § 92a.2)

Municipality means a city, town, berough, county, township, school district, institution, authority or other public
body created by or pursuant to State law and having jurisdiction over disposal of sewage, industrial wastes, or

other wastes. (25 Pa. Code § 92a.2)

Municipal Waste means garbage, refuse, industrial lunchroom or office waste and other material, including solid,
liguid, semisaclid or contained gaseous material resulting from operatien of residential, municipal, commercial or
institutional establishments and from community activities; and sludge not meeting the definition of residual or
hazardous waste under this section from a municipal, commercial or institutional water supply treatment plant,
waste water treatment plant or air pollution control facility. (25 Pa. Code § 271.1)

Publicly Owned Treatment Works (POTW) means a treatment works as defined by §212 of the Clean Water Act,
owned by a state or municipality. The term includes any devices and systems used in the storage, treatment,
recycling and reclamation of municipal sewage or industrial wastes of a liquid nature. The term also includes
sewers, pipes or other conveyances if they convey wastewater to a POTW providing treatment. The term also
means the municipality as defined in section 502(4} of the Clean Water Act, which has jurisdiction over the
indirect discharges to and the discharges from such a treatment works. (25 Pa Code § 92a.2 40 CFR 122.2)

Residual Waste means garbage, refuse, other discarded material or other waste, including solid, liquid, semisolid
or contained gaseous materials resulting from industrial, mining and agricultural operations and sludge from an
industrial, mining or agricultural water supply treatment facility, wastewater treatment facility or air pollution
control facility, if it is not hazardous, The term does not include coal refuse as defined in the Coal Refuse Disposal
Control Act. The term does not include treatment sludges from coal mine drainage treatment plants, disposal of
which is being carried on under and in compliance with a valid permit issued under the Clean Streams Law. (25

Pa Code § 287.1)

Severe Properfy Damage means substantial physical damage to property, damage to the treatment facilities that
causes them to become inoperable, or substantial and permanent loss of natural resources that can reasonably
be expected to occur in the absence of abypass. Severe property damage does not mean economic loss caused
by delays in production. (40 CFR 122.41(m}1{ii})

Stormwater means the runoff from precipitation, snow melt runoff, and surface runoff and drainage. (25 Pa. Code

§92a.2)
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Permit No. PA0050504

Stormwater Associated With industrial Activity means the discharge from any conveyance that is used for
collecting and conveying stormwater and that is directly related to manufacturing, processing or raw materials
storage areas at an industrial plant, and as defined at 40 CFR §122.26(h)(14)(i) — {ix} and {(xi) and 25 Pa. Code
§ 82a.2.

Toxic Pollutant means those pollutants, or combinations of pollutants, including disease-causing agents, which
after discharge and upon exposure, ingestion, inhalation or assimilation into any organism, either directly from
the environment or indirectly by ingestion through food chains may, on the basis of information available to DEP
cause death, disease, behavioral abnormalities, cancer, genetic mutations, physiological malfunctions, including
malfunctions in reproduction, or physical deformations in these organisms or their offspring. (25 Pa. Code §
92a.2)

Weekly Average Discharge Limitation means the highest allowable average of "daily discharges" over a calendar

week, calculated as the sum of all "daily discharges" measured during a calendar week divided by the number
of "daily discharges” measured during that week.

10
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Permit No. PAG050504

lll. SELF-MONITORING, REPORTING AND RECORDKEEPING
[

A. Representative Sampling

1.

Samples and measurements taken for the purpose of monitoring shall be representative of the monitored
activity (40 CFR 122.41(j){1)). Representative sampling includes the collection of samples, where
possible, during periods of adverse weather, changes in treatment plant performance and changes in
treatment plant loading. If possible, effluent samples must be collected where the effluent is well mixed
near the center of the discharge conveyance and at the approximate mid-depth point, where the
turbulence is at a maximum and the ssttlement of solids is minimized. (40 CFR 122.48, 25 Pa. Code §
92a.61)

Records Retention (40 CFR_122.41(j){(2))

Except for records of monitoring information required by this permit related to the permittee's sludge use
and disposal activities which shall be retained for a period of at least 5 years, all records of monitoring
activities and results (including all original strip chart recordings for continuous monitoring
instrumentation and calibration and maintenance records), copies of all reports required by this permit,
and records of all data used to complete the application for this permit shall be retained by the permittes
for 3 years from the date of the sample measurement, report or application, unless a longer retention
period is required by the permit. The 3-year period shall be extended as requested by DEP or the EPA
Regional Administrator.

Recording of Results (40 CER 122.41{{}{3})

For each measurement or sample taken pursuant to the requirements of this permit, the permittee shall
record the following information:

The exact place, date and time of sampling or measurements.

The person(s) who performed the sampling or measurements,

The date(s) the analyses were performed.

The person(s) who performed the analyses.

The analytical techniques or methods used; and the associated detection level.
The results of such analyses.

"0 00T

4, Test Procedures

a. Facilities that test or analyze environmental samples used to demonstrate compliance with this
permit shail be in compliance with [aboratory accreditation requirements of Act 90 of 2002 (27 Pa.
C.5. §§ 4101-4113) and 25 Pa. Code Chapter 252, relating to environmental laboratory
accreditation.

b. Test procedures (methods) for the analysis of pollutants or pollutant parameters shall be those
approved under 40 CFR Part 138 or required under 40 CFR Chapter |, Subchapters N or O, unless
the method is specified in this permit or has been otherwise approved in writing by DEP. (40 CFR
122.41(1)(4}, 122.44(i}{ 1){iv))

c. Test procedures {(methods) for the analysis of paliutants or pollutant parameters shall be sufficiently
sensitive. A method is sufficiently sensitive when 1) the method minimum level is at or below the
level of the effluent limit established in the permit for the measured pollutant or pollutant parameter,;
or 2) the method has the lowest minimum level of the analytical methods approved under 40 CFR
Part 136 or required under 40 CFR Chapter |, Subchapters N or O, for the measured pollutant or
pollutant parameter; or 3) the method is specified in this permit or has been otherwise approved in
writing by DEP for the measured pollutant or pollutant parameter. Permittees have the option of
providing matrix or sample-specific minimum levels rather than the published levels. (40 CFR

122.44(D(1)(iv})

1"
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5. Quality/Assurance/Control

In an effort to assure accurate self-monitoring analyses results:

a. The permittee, or its designated iaboratory, shall participate in the periodic scheduled quality
assurance inspections conducted by DEP and EPA. (40 CFR 122.41({e), 122.41{i¥3})

b. The permittee, or its designated laboratory, shall develop and implement a program to assure the
quality and accurateness of the analyses performed to satisfy the requirements of this permit, in
accordance with 40 CFR Part 136. (40 CFR 122.41({}{4))

B. Reporting of Monitoring Results

1.

The permittee shall effectively monitor the operation and efficiency of all wastewater treatment and
control facilities, and the quantity and quality of the discharge(s} as specified in this permit. (25 Pa. Code
§& 92a.3(c), 92a.41(a), 92a.44, 92a.61(i} and 40 CFR §§ 122.41(e), 122.44(1)(1))

The permittee shall use DEP's electronic Discharge Monitoring Report (eDMR) system to report the
results of compliance monitoring under this permit (see www.dep.pa.qov/edmr). Permittees that are not
using the eDMR system as of the effective date of this permit shall submit the necessary registration and
trading partner agreement forms to DEP's Bureau of Clean Water (BCW) within 30 days of the effective
date of this permit and begin using the eDMR system when notified by DEP BCW to do so. (25 Pa,
Code §§ 92a.3(c), 82a.41(a), 82a.61{g).and 40 CFR § 122.41(1%4))

Submission of a physical {paper) copy of a Discharge Monitoring Report {DMR) is acceptable under the

following circumstances:

a. For a permittee that is not yet using the eDMR system, the permittee shall submit a physical copy of
a DMR to the DEP regional office that issued the permit during the interim period between the
submission of registration and trading partner agreement forms to DEP and DEP's notification to
begin using the eDMR system.

b. For any permittee, as a contingency a physical DMR may be mailed to the DEP regional office that
issued the permit if there are technological malfunction{s) that prevent the successful submission of
a DMR through the eDMR system. In such situations, the permittee shall submit the DMR through
the eDMR system within 5 days following remedy of the malfunction(s).

DMRs must be completed in accordance with DEP’s published DMR instructions
(3800-FM-BPNPSM0483). DMRs must be received by DEP no later than 28 days following the end of
the monitoring period. DMRs are based on calendar reporting periods and must be received by DEP in
accordance with the following schedule:

- Monthly DMRs must be received within 28 days following the end of each calendar month.

- Quarterly DMRs must be received within 28 days following the end of each calendar quarter, i.e.,
January 28, April 28, July 28, and October 28.

- Semiannual DMRs must be received within 28 days following the end of each calendar semiannual
period, i.e., January 28 and July 28,

- Annual DMRs must be received by January 28, unless Part C of this permit requires otherwise.

The permittee shall complete all Supplemental Reporting forms (Supplemental DMRs) attached to this
permit, or an approved equivalent, and submit the signed, completed forms as attachments to the DMR,
through DEP’s eDMR system. DEP’'s Supplemental Laboratory Accreditation Form (3800-FM-
BPNPSM0189) must be completed and submitted to DEP with the first DMR following issuance of this
permit, and anytime thereafter when changes to laboratories or methods occur. (25 Pa, Code §§
92a.3(c), 82a.41(a), 92a.61(q) and 40 CFR § 122.41(1)(4))

The completed DMR Form shall be signed and certified by either of the following applicable persons, as
defined in 25 Pa. Code § 92a.22;

12



3800-PM-BPNP3M0012 Rev. 9/2016

Permit

Permit No. PA0050504

- For a corporation - by a principal executive officer of at least the lavel of vice president, or an
authorized representative, if the representative is responsible for the overall operation of the facility
from which the discharge described in the NPDES form originates.

- For a partnership or sole proprietorship - by a general partner or the proprietor, respectively.

- For a municipality, state, federal or other public agency - by a principal executive officer or ranking
elected official.

If signed by a person other than the above and for co-permittees, written notification of delegation of
DMR signatory authority must be submitted to DEP in advance of or along with the relevant DMR form.

(40 CFR § 122.22(b})

If the permittee monitors any pollutant at monitoring points as designated by this permit, using analytical
methods described in Part A IllLA.4. herein, more frequently than the permit requires, the results of this
monitoring shall be incorporated, as appropriate, into the calculations used to report self-monitoring data
on the DMR. (40 CFR 122.41(1}4)ii})

C. Reporting and Notification Requiremants

1.

Planned Changes to Physical Facilities — The permittee shall give notice to DEP as soon as possible but
no later than 30 days prior to planned physical alterations or additions to the permitted facility. A permit
under 25 Pa. Code Chapter 91 may be required for these situations prior to implementing the planned
changes. A permit application, or other written submission to DEP, can be used to satisfy the notification
requirements of this section.

Notice is required when:

a. The alteration or addition to a permitted facility may meet one of the criteria for determining whether
a facility is a new source in 40 CFR 122.29(b). (40 CFR 122.41{(1){1)(i})

b. The alteration or addition could significantly change the nature or increase the quantity of pollutants
discharged. This notification applies to pollutants which are not subject to effluent limitations in this
permit. (40 CFR 122 .41{1}{1}(i}))

¢. The alteration or addition results in a significant change in the permittee’s sludge use or disposal
practices, and such alteration, addition, or change may justify the application of permit conditions
that are different from or absent in the existing permit, including notification of additional use or
disposal sites not reported during the permit application process or not reported pursuant to an
appraved land application plan. (40 CFR 122.41{1}{1){jii})

d. The planned change may result in noncompliance with permit requirements. (40 CFR 122.41{}(2))

Planned Changes to Waste Stream -~ Under the authority of 25 Pa. Code § 92a.24(a) and 40 CFR
122.42(b), the permittee shall provide notice to DEP and EPA as soon as possible but no tater than 45
days prior to any planned changes in the velume or pollutant concentration of its influent waste stream
as a result of indirect discharges or hauled-in wastes, as specified in paragraphs 2.a. and 2.b., below.
Notice shall be provided on the “Planned Changes to Waste Stream” Supplemental Report (3800-FM-
BPNPSM0482), available on DEP’s website. The permittee shall provide information on the quality and
quantity of waste introduced into the POTW, and any anticipated impact of the change on the quantity
or quality of effluent to be discharged from the POTW (40 CFR 122.42(b)(3})). The Report shall be sent
via Certified Mail or other means to confirm DEP’s receipt of the notification. DEP will determine if the
submission of a new application and receipt of a new or amended permit is required.

a. Introduction of New Pollutants (25 Pa, Code § 92a.24(a), 40 CFR 122.42(b)(1))

New pollutants are defined as parameters that meet one or more of the following criteria:

13
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(i) Any pollutants that were not detected in the facilities' influent waste stream as reported in the
permit application; and have not been approved to be included in the permittee’s influent waste
stream by DEP in writing.

(i) Any new introduction of pollutants into the POTW from an indirect discharger which would be
subject to Sections 301 or 308 of the Clean Water Act if it were directly discharging those
pollutants (40 CFR 122.42(b){(1)).

The permittes shall provide notification of the introduction of new pollutants in accordance with
paragraph 2 above. The permittee may not authorize the introduction of new pollutants until the
permittee receives DEP’s written approval.

Increased Loading of Approved Pollutants (25 Pa. Code § 92a.24(a), 40 CFR 122 42(b}(2))

Approved pollutants are defined as parameters that meet one or more of the following criteria:

(i) Woere detected in the facilities’ influent waste stream as reported in the permiltee’s permit
application; or have been previously approved to be included in the permittee’s influent waste
stream by DEP in writing.

(i) Have an effluent limitation or monitoring requirement in this permit.

The permittee shall provide notification of the introduction of increased influent loading (Ibs/day) of
approved pollutants in accordance with paragraph 2 above when (1) the cumulative increase in
influent loading (Ibs/day) exceeds 20% of the maximum loading reported in the permit application,

or a lnadina nravinuehy annrovad by DER andiar EPA or i may ronea an averacsdanea in tha
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effluent of Effluent Limitation Guideiines {ELGs) or limitations in Part A of this permit, or (3) may
cause interference or pass through at the POTW, or (4) may cause exceedances of the applicable
water quality standards in the receiving stream. Unless specified otherwise in this permit, if DEP
does not respond to the notification within 30 days of its receipt, the permittee may proceed with the
increase in loading. The acceptance of increased loading of approved pollutants may not result in
an exceedance of ELGs or effluent limitations, may not result in a hydraulic or organic overload
condition as defined in 25 Pa. Code § 94.1, and may nof cause exceedances of the applicable water
quality standards in the receiving stream.

3. Reporting Requirements for Hauled-In Wastes

Receipt of Residual Waste

(i) The permittee shall document the receipt of all hauled-in residual wastes (including but not
limited to wastewater from oil and gas wells, food processing waste, and landfill leachate), as
defined at 25 Pa. Code § 287.1, that.are received for processing at the treatment facility. The
permittee shall report hauled-in residual wastes on a monthly basis to DEP on the “Hauled In
Residual Wastes” Supplemental Report (3800-FM-BPNPSM0450) as an attachment to the
DMR. If no residual wastes were received during a month, submission of the Supplemental
Report is not required.

The following information is required by the Supplemental Report. The information used to
develop the Report shall be retained by the permittee for five years from the date of receipt and
must be made available to DEP or EFA upon request.

(1)} The dates that residual wastes were received.

{2) The volume (gallons) of wastes received.

(3} The license plate number of the vehicle transporting the waste to the treatment facility.

(4) The permit number(s) of the well(s) where residual wastes were generated, if applicable.

14
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(i)

Permit No. PA0050504

(5} The name and address of the generator of the residual wastes.
(6) The type of wastewater.

The transporter of residual waste must maintain these and other records as part of the daily
operational record (25 Pa. Code § 299.218). If the transporter is unable to provide this
information or the permittee has not otherwise received the information from the generator, the
residual wastes shall not be accepted by the permittee until such time as the permittes receives
such information from the transporter or generator.

The following conditions apply to the characterization of residual wastes received by the
permitiee:

(1) Ifthe generator is required to complete a chemical analysis of residual wastes in accordance
with 25 Pa. Code § 287.51, the permittee must receive and maintain on file a chemical
analysis of the residual wastes it receives. The chemical analysis must conform to the
Bureau of Waste Management's Form 26R except as noted in paragraph (2}, below. Each
load of residual waste received must be covered by a chemical analysis if the generator is
required to complete it.

(2) For wastewater generated from hydraulic fracturing operations {“frac wastewater”) within the
first 30 production days of a well site, the chemical analysis may be a general frac
wastewater characterization approved by DEP. Thereafter, the chemical analysis must be
waste-specific and be reported on the Form 28R.

b. Receipt of Municipal Waste

(i)

(i)

The permittee shall document the receipt of all hauled-in municipal wastes (including but not
limited to septage and liquid sewage sludge), as defined at 25 Pa. Code § 271.1, that are
received for processing at the treatment facility. The permiittes shall report hauled-in municipal
wastes on a monthly basis to DEP on the “Hauled In Municipal Wastes™ Supplemental Report
{3800-FM-BPNPSM0437) as an attachment to the DMR. If ne municipal wastes were received
during a month, submission of the Supplemental Report is not required.

The following information is required by the Supplemental Report;

(1) The dates that municipal wastes were received.

(2) The velume (gallocns} of wastes receivad.

(3) The BODs concentration (mgfl) and load (Ibs) for the wastes received.

(4) The location{s) where wastes were disposed of within the treatment facility.

Sampling and analysis of hauled-in municipal wastes must be completed to characterize the
organic strength of the wastes, unless composite sampling of influent wastewater is performed
at a location downstream of the point of entry for the wastes. The influent BODs characterization

for the treatment facility, as reported in the annual Municipal Wasteload Management Report
per 25 Pa. Code Chapter 84, must be representative of the hauled-in municipal wastes received.
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4. Unanticipated Noncompliance or Potential Pollution Reporting

a.

Immediate Reporting - The permittee shall immediately report any incident causing or threatening
pollution in accordance with the requirements of 25 Pa. Code §§ 91.33 and 92a.41(b).

(i)

(ii)

If, because of an accident, other activity or incident a toxic substance or another substance
which would endanger users downstream from the discharge, or would otherwise result in
pollution or create a danger of pollution or would damage property, the permittes shall
immediately notify DEP by telephone of the location and nature of the danger. Oral notification
to the Department is required as soon as possible, but no later than 4 hours after the permittee
becomes aware of the incident causing or threatening pollution.

If reasonably possible to do so, the permittee shall immediately notify downstream users of the
waters of the Commonwealth to which the substance was discharged. Such notice shall include
the location and nature of the danger.

(i) The permittee shall immediately take or cause to be taken steps necessary to prevent injury to

property and downstream users of the waters from pollution or a danger of pollution and, in
addition, within 15 days from the incident, shall remove the residual substances contained
thereon or therein from the ground and from the affected waters of this Commonwealth to the
extent required by applicable law.

The permittee shall report any noncompliance which may endanger health or the environment in
accordance with the requirements of 40 CFR 122.41(1)(6). These requirements include the following
obligations:

(i)

24 Hour Reporting - The permittee shall orally report any noncompliance with this permit which
may endanger health or the environment within 24 hours from the time the permittee becomes
aware of the circumstances. The following shall be included as information which must be
reported within 24 hours under this paragraph (40 CFR 122.41{1}{6ii});

(1) Any unanticipated bypass which exceeds any effluent limitation in the permit;
(2) Any upset which exceeds any effluent limitation in the permit; and

(3) Violation of the maximum daily discharge limitation for any of the pollutants listed in the permit
as being subject to the 24-hour reporting requirement.

(ii) Written Report - A written submission shall also be provided within 5§ days of the time the permittee

becomes aware of any noncompliance which may endanger health or the environment. The
written submission shall contain a description of the noncompliance and its causse; the period of
noncompliance, including exact dates and times, and if the noncompliance has not been
corrected, the anticipated time it is expected to continue; and steps taken or planned to reduce,
eliminate, and prevent reoccurrence of the noncompliance.

(ii) Waiver of Written Report - DEP may waive the written report on a case-by-case basis if the

associated oral report has been received within 24 hours from the time the permittee becomes
aware of the circumstances which may endanger health or the environment. Unless such a
waiver is expressly granted by DEP, the permittee shall submit a written report in accordance
with this paragraph. (40 CFR 122 .41(B{6)(iii}}

5. Other Noncompliance

The permittee shall report all instances of noncompliance not reported under paragraph C.4 of this
section or specific requirements of compliance schedules, at the time DMRs are submitted, on the Non-
Compliance Reporting Form (3800-FM-BPNPSMO0440). The reports shall contain the information listed
in paragraph C.4.b.{ii) of this section. (40 CFR 122.41{i}{7))
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D. General Pretreatment Requirements

E.

1.

Any POTW (or combination of POTWSs operated by the same authority} with a total design flow greater
than 5 million gallons per day (MGD) and receiving from industrial users pollutants which pass through
or interfere with the operation of the POTW or are otherwise subject to Pretreatment Standards will be
required to establish a POTW Pretreatment Program unless specifically exempted by the Approval
Authority. A POTW with a design flow of 5§ MGD or less may be required to develop a POTW
Pretreatment Program if the Approval Authority finds that the nature or volume of the industrial influent,
freatment process upsets, violations of effluent limitations, contamination of sludge, or other
circumstances warrant in order to prevent interference or pass through. (40 CFR 403.8)

Each POTW with an approved Pretreatment Program pursuant to 40 CFR 403.8 shall develop and
enforce specific limits to implement the prohibitions listed in 40 CFR 403.5(a)}(1} and (b}, and shall
continue to develop thesa limits as necessary and effectively enforce such limits. This condition applies,
for example, when there are planned changes to the waste straam as identifled In Part A lIl.C.2. If the
permittee is required to develop or continue implementation of a Pretreatment Program, detailed
requirements will be contained in Part C of this permit.

For all POTWSs, where pollutants contributed by indirect dischargers result in interference or pass
through, and a violation is likely to recur, the permittee shall develop and enforce specific limits for
indirect dischargers and other users, as appropriate, that together with appropriate facility or operational
changes, are necessary to ensure renewed or continued compliance with this permit or sludge use or
disposal practices. Whera POTWs do not have an approved Pretreatment Program, the permittee shall
submit a copy of such limits to DEP when developed. (25 Pa. Code § 923 47(d))

Proper Operation and Maintenance

1.

The permiitee shall employ operators certified in compliance with the Water and Wastewater Systems
Operators Certification Act (63 P.S. §§ 1001-1015.1),

The permittee shall at all times properly operate and maintain all facilities and systems of treatment and
control (and related appurtenances) which are installed or used by the permittee to achieve compliance
with the terms and conditions of this permit. Proper operation and maintenance includes, but is not
limited to, adequate laboratory controls including appropriate guality assurance procedures. This
provision also includes the operation of backup or auxiliary facilities or similar systems that are installed
by the permittee, only when necessary to achieve compliance with the terms and conditions of this
permit. (40 CFR 122.41{e))

Duty to Mitigate

The permittes shall take all reasonable steps to minimize or prevent any discharge, sludge use or disposal
in violation of this permit that has a reasonable likelihood of adversely affecting human health or the

environment. {40 CFR 122.41(d))
Bypassing

1.

Bypassing Not Exceeding Permit Limitations - The permittee may allow a bypass to occur which does
not cause effluent limitations to be exceeded, but only if it also is for essential maintenance to assure
efficient operation. These bypasses are not subject to the provisions in paragraphs two, three and four
of this section. {40 CFR 122.41{m)(2))

Other Bypassing - In all other situations, bypassing is prohibited and DEP may take enforcement action
against the permittee for bypass unless:

a. A bypass is unavoidable to prevent loss of life, personal injury or "severe property damage."

(40 CFR 122.41{m)4)i)(A))
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b. There are no feasible alternatives to the bypass, such as the use of auxiliary treatment facilities,
retention of untreated wastes, or maintenance during normal periods of equipment downtime. This
condition is not satisfied if adequate backup equipment should have been installed in the exercise
of reasonable engineering judgment to prevent a bypass which occurred during normal periods of
equipment downtime or preventive maintenance. (40 CFR 122.41(m}{4X)}(B)

¢. The permittee submitted the necessary notice required in paragraph G.4 below. (40_CFR
122.41{m {4 CY)

3. DEP may approve an anticipated bypass, after considering its adverse effects, if DEP determines that it
will meet the conditions listed in paragraph G.2 above. (40 CFR 122 41(m){4)(ii}}

4, Notice

a. Anticipated Bypass — If the permittee knows in advance of the need for a bypass, it shall submit prior
notice, if possible, at least 10 days before the bypass. (40 CFR_122.41{m)(3){i})

b. Unanticipated Bypass ~ The permittee shall submit oral notice of any other unanticipated bypass
within 24 hours, regardless of whether the bypass may endanger heaith or the environment or
whether the bypass exceeds effluent limitations. The notice shall be in accordance with Part A
11.C.4.b,

H. Sanitary Sewer Overflows (SSOs)
An 580 is an overflow of wastewater, or other untreated discharge from a separate sanitary sewer system
{which is not a combined sewer system), which results from a flow in excess of the carrying capacity of the
system or from some other cause prior to reaching the headworks of the sewage treatment facility. $S0s
are not authorized under this permit. The permittee shall immediately report any $SO to DEP in accordance
with Part A lll.C.4 of this permit.

Il. PENALTIES AND LIABILITY

A. Violations of Permit Conditions
Any person violating Sections 301, 302, 306, 307, 308, 318 or 405 of the Clean Water Act or any permit
condition or limitation implementing such sections in a permit issued under Section 402 of the Act is subject
to civil, administrative and/or criminal penalties as set forth in 40 CFR 122.41 (ax2).
Any person or municipality, who violates any provision of this permit; any rule, regulation or order of DEP; or

any condition or limitation of any permit issued pursuant to the Clean Streams Law, is subject to criminal
and/or civil penalties as set forth in Sections 602, 603 and 605 of the Clean Streams Law.

B. Falsifying Information
Any person who does any of the following:

- Faisifies, tampers with, or knowingly renders inaccurate any monitoring device or method required to be
maintained under this permit, or

- Knowingly makes any false statement, representation, or certification in any record or other document
submitted or required to be maintained under this permit {including monitoring reports or reports of
compliance or noncompliance)

Shall, upon conviction, be punished by a fine and/or imprisonment as set forth in 18 Pa.C.S.A § 4904 and
40 CFR 122.41(j}(5) and (k)(2).
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C. Liability

Nothing in this permit shall be construed to relieve the permittee from civil or criminal penalties for
noncompliance pursuant to Section 309 of the Clean Water Act or Sections 602, 603 or 605 of the Clean
Streams Law.

Nothing in this permit shall be construed to preclude the institution of any legal action or to relleve the
permittee from any responsibilities, liabilities or penalties to which the permittee is or may be subject to under
the Clean Water Act and the Clean Streams Law.

. Need to Halt or Reduce Activity Not a Defense

It shall not be a defense for the permittee in an enforcement action that it would have been necessary to halt
or reduce the permitted activity in order to maintain compliance with the conditions of this permit. (40 CFR

122.41(c))

OTHER RESPONSIBILITIES

A. Right of Entry

Pursuant to Sections 5(b) and 305 of Pennsylvania's Clean Streams Law, and Title 25 Pa. Code Chapter
92a and 40 CFR 122.41(i), the permittee shall allow authorized representatives of DEP and EPA, upon the
nresentation of credentials and other documents as may be required by law:

ermittee's premises where a regulated facility or activity is located or conducted, or

Lnmd timdae tha ~omditianns of thic nareait- 140 CER 129 FEFRTERYY
ur BrLY

1. To enter upon the
3 be REDL Lt T L UL D W ‘lhla POl {0 Al b8 RS T iy v gy

2. To have access to and copy, at reasonable times, any records that must be kept under the conditions of
this permit; {40 CFR 122.41(i}{2})

3. To inspect at reasonable times any facilities, equipment {including monitoring and control equipment),
practices or operations regulated or required under this permit; and (40 CFR 122.41(i)(3))

4. To sample or monitor at reasonable times, for the purposes of assuring permit compliance or as
otherwise authorized by the Clean Water Act or the Clean Streams Law, any substances or parameters

at any location. (40 CFR 122.41(i}{4})

B. Transfer of Permits

1. Transfers by modification. Except as provided in paragraph 2 of this section, a permit may be transferred
by the permittes to a new owner or operator only if this permit has been modified or revoked and
reissued, or a minor modification made to identify the new permittee and incorporate such other
requirements as may ba necessary under the Clean Water Act. (40 CFR 122.61(a}}

2. Automatic transfers. As an alternative to transfers under paragraph 1 of this section, any NPDES permit
may be automatically transferred to a new permittee if:

a. The current permittee notifies DEP at least 30 days in advance of the proposed transfer date in
paragraph 2.b. of this section; (40 CFR 122.81(b)(1))

b. The notice includes the appropriate DEP transfer form signed by the existing and new permittees
containing a specific date for transfer of permit responsibility, coverage and liability between them;

and {40 CFR 122.61(b}{2}}

¢. DEP does not notify the existing permittee and the proposed new permittee of its intent to modify or
revoke and reissue this permit, the transfer is effective on the date specified in the agreement
mentioned in paragraph 2.b. of this section. {40 CFR 122.61(b)(3}))
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Supplemental Form Inventory

The following supplemental forms (indicated in the check box column) are attached to this permit and must
be completed and submitted to DEP in accordance with the permit and the supplemental form instructions.
If the eDMR system is used to submit DMR reports, the spreadsheet versions of these supplemental forms,
where applicable, should be used and attached to the eDMR submissions. A link to DEP's supplemental
form website is available when logging into the eDMR system.

Check Box Supplemental Form Name and No.
Daily Effluent Monitoring (3800-FM-BPNPSM0435)

Influent & Process Control (3800-FM-BPNPSM0436)

Hauled in Municipal Wastes (3800-FM-BPNPSM0437)

Sewage Sludge/Biosolids Production and Disposal (3800-FM-BPNPSM0438)
Chemical Additives Usage {3800-FM-BPNPSM0439)

Non-Compliance Reporting Form (3800-FM-BPNPSM0440)

€S0 Monthly Summary Report (3800-FM-BPNPSM0441)

CS0 Detailed Report (3800-FM-BPNPSM0442)

Groundwater Monitoring Data Report (3800-FM-BPNPSM0443)

TMDL Annual Load Summary (3800-FM-BPNPSM0448)

Land Application Systems (3800-FM-BPNPSM0449)

Hauled in Residual Wastes (3800-FM-BPNPSM0450)

Surface Water Monitoring Data Report {3800-FM-BPNPSM0461)

Lab Accreditation Form (3800-FM-BPNPSM018%9)

Whole Effluent Toxicity Test Summary Repeort (3800-FM-BPNPSM0485)
Storm Water Annual Inspection Form (3800-PM-WSFR0083v)

Storm Water Additionat Information (3800-PM-WSFRO083t)

Other:

OO0 (O0|0|0/00|0KIO|XK|XR|X|X
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Instructions

yoz PENNsylvania INSTRUCTIONS FOR COMPLETING
d DEPARTMEMNT OF EMVIRONMENTAL PROTECTION DAILY EFFLUENT MONITORING

SUPPLEMENTAL REPORT

Use this form to report daily monitoring results for the parameters that must be monitored in effluent for compliance
with the permit. Results for influent parameters are normally reported on Form 3800-FM-BPNPSM0436.

1.

Enter Facility Name, Municipality, County, Watershed No., Laboratories, Month, Year, NPDES Permit No.,
Outfall No., and Permit Expiration Date (it is noted that this information may be pre-populated if you have
received this form with your permit). For Laboratories, list the names of all laboratories where samples were
analyzed during the month, including on-site analysis.

In the column headers, below “Effluent Parameters,” enter the names of parameters in the permit. Since
limited space is provided, abbreviation may be necessary. If there are more parameters for an outfall than
columns provided on the form, attach an additional sheet.

Below parameter names, and to the right of "Q” {Qualifier) column headers, enter the units associated each
parameter (it is noted that this information may be pre-populated if you have received this form with your
permit).

Enter monitoring results for parameters in the rows corresponding to the day of the month in which samples
were collected. Enter results exactly as reported by the laboratory, or if measured with on-site equipment, to
the level of precision recommended by the equipment manufacturer. Enter data qualifiers such as “<," “>,”
“)," and others in the “Q" column.

Calculate and report average values at the bottom of the table in accordance with the DMR Instructions
(3800-FM-BPNPSM0463) and DEP guidance (3800-BK-DEP3047). Note — for bacteria, calculate and report
the geometric mean value,

Type the name of the person who prepared the form, the person's job title, and sign and date tha form after
reading the certification statement,
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3800-FM-BPNPSM0435  3/2012 COMMONWEALTH OF PENNSYLVANIA
- N DEPARTMENT OF ENVIRONMENTAL PROTECTION
% penns_yl_van]a BUREAU OF POINT AND NON-POINT SOURCE MANAGEMENT
d DEPARTMENT OF EHYIRONMENTAL PROTECTION SU PP LE M E NTAL RE PO RT
DAILY EFFLUENT MONITORING

Facility Name: East Goshen Municipal Authority STP & Sewer System Month:

Year
Municipality: East Geshen Township County: Chester NPDES Permit No.: PAOD50504 Outfall No.: 002
Watershed: 3G Renewal applicalion due 180 days prior to expiration
Laboratories: This permit will expire on

Effluent Parameters

Flow pH DO CBODS TSS Fecal Coliform Ammonia Total

Phosphorus
Q MGD Q S.U. Q mg/L G ma/l Q mg/t Q | CFUMGomE | @ mg/.‘. Q mg/l Q

Day

Wlco|~|mn| ]y h ]| =

I certify under penalty of law that this document was prepared under my direction or supervision in accordance with a system designed to assure that qualified personnel gather and evaluate the
infarmation submitted. Based on my inguiry of the person or persons who manage the system or those persans directly responsible for gathering the information, the information submitted is, to the
best of my knowledge and belief, true, accurate and complete. | am aware that there are significant penalties for submitting false information, including the possibility of fine and imprisonment for
knowing violations. See 18 Pa. C.S. § 4904 (relating to unswom faisification).

Prepared By: Signalure:
Title: Date:




3800-FM-BPNPSM0435 3/2012 COMMONWEALTH OF PENNSYLVANIA
DEPARTMENT OF ENYIRONMENTAL PROTECTION

pen nsyl_va nia BUREAU OF POINT AND NON-POINT SOURCE MANAGEMENT

DEPARTMENT OF EMWIRCMMEMTAL PROTECTION SUPPLEMENTAL REPORT
DAILY EFFLUENT MONITORING

D

tonth:

Facility Name: East Goshen Municipal Authority STP & Sewer System

Year.
Municipality: East Goshen Township County: Chester NPDES Permit No.; PAOD50504 Qutfall No.: 801
Watershed: 3G Renewal application due 180 days prior to expiration

Laboratories: This permit will expire on

Effluent Paramelers

Total

Flow pH DO CBODS TSS Fecal Coliform Ammonia Phosphorus
Q MGD Q S.U Q mg/L Q mg/L Q mg/L Q | CFUM00mMI | Q mg/L G mg/L Q

Day

D]~ | on| b e | ha| =

Avg

| certify under penalty of law that this document was preparad under my direction or supervision in accordance with & system designed to assura that qualified personnel gather and evaluate the
Information submitted. Based on my inquiry of the persen or persons who manage the system or thase persans directly responsible for gathering the information, the information submitted is, to the
best of my knowledge and belief, true, accurate and complete. | am aware that there are significant penzlties for submitting false information, including the possibility of fine and imprisonment for

knowing viclations. See 18 Pa. C.8. § 4904 {relating to unswom falsification).

Prepared By: Signature:
Title: Date:




3800-FM-BPNPSM(438 312012 COMMONWEALTH OF PENNSYLVANIA
Instructions DEPARTMENT OF ENVIRCNMENTAL PROTECTICN

. BUREAU OF POINT AND NON-POINT SOURCE MANAGEMENT
%’ pennsylvania

DEPARTMENT OF ENVIRONMENTAL PROTECTION

INSTRUCTIONS FOR COMPLETING
INFLUENT & PROCESS CONTROL
SUPPLEMENTAL REPORT

1. Enter Facility Name, Municipality, County, Watershed No., Month, Year, NPDES Permit No., and Permit
Expiration Date.

2. For Influent, enter daily average Influent Flow (MGD) (if an influent flow meter is in use), daily influent BODs or
BODs concentrations (mg/l) and loads (Ibs), and daily influent: TSS concentrations (mg/i) and loads (Ibs).
Calculate loads by multiplying daily average flow {MGD) by daily average concentration (mg#l) and a conversion
factor of 8.34. If an influent flow meter is not in use, you may use results from an effluent flow meter.

3. For Process Gontrol, enter daily average Mixed Liquor Suspended Solids (MLSS) {mg/l) and daily average
Aeration Dissolved Oxygen (DO) for aerobic biological treatment systems, and total daily Sludge Wasted
{removed from biological treatment), in gallons, for all treatment system types. If a parameter does not apply to
your facility, leave the column blank. Information for other parameters such as Return Activated Sludge (RAS)
Rate, Recirculation Rate (for fixed media treatment systems), Sludge Blanket Thickness, Sludge Volume Index,
and others may be requested by the DEP office that issued the permit.

4. Type the name of the person who prepared the form, the person's job title, and sign and date the form after
reading the certification statement.



3800-FM-BPNPSM0436 3/2012 COMMONWEALTH OF PENNSYLVANIA
DEPARTMENT OF ENVIRONMENTAL PROTECTION

F"Jb pen nsylva nia BUREAU OF POINT AND NON-POINT SOURCE MANAGEMENT
= SUPPLEMENTAL REPORT - INFLUENT & PROCESS CONTROL

GEPARRTMENT OF EMVIRDNMENTAL PROTECTION

Facility Name: East Goshen Municipal Autharity STP & Sewer System Manth: Year:
Municipality:  East Goshen Township County: Chaster NPDES Permit No.: PAD050504

Renewal application due 180 days prior 1o expiration

Valershed: 3G
This permit will expire on

Influent Process Control
Day Flow BODS BOD5 TSS TSS Agration ML35S Aeration DO Sludge Wasted
{MGD) {mg/l} {Ibs) {mgfl) {lbs} {mg/l) {magll) Eallons)

MNRNRBRNDRNRNR R a|zalaa]a]s
AR SN PR G S Fret et ey o e P e et P 2 e R 2 L B R R B

oy L)
=0

Avg

Max

pared under my directian or supervision in accordancs with a system designad ta assure that gualified personnel gather and evaluate the

1 ar persons who manage the system of thase persans directly responsible for gathering the information, the information submitted is, to the
informatian, including the possibility of fine and impsisonment for

| certify under penaity of law that this document was pre
infermation submitted, Based on my inquiry of tha perse:
best of my knowledge and belief, e, accurate and complete. | am aware that there are significant penalties for submitting false

knowing vialations. See 18 Pa. C.S. § 4904 (refating to unswom falsificatian).

Prepared By: Signature:
Title: Date:




3800-FM-BPNPSM0437 372012 COMMONWEALTH OF PENNSYLVANIA

Instructions DEPARTMENT OF ENVIRONMENTAL PROTECTION
% o BUREAU OF POINT AND NON-POINT SOURCE MANAGEMENT
pennsylvania
DEPARRTMENT OF ENWIRONMENTAL PACTECTION

INSTRUCTIONS FOR COMPLETING
HAULED IN MUNICIPAL WASTES
SUPPLEMENTAL REPORT

This form is intended for documenting the receipt of municipal wastes including sewage sludge, septage and other
municipal wastewaters hauled in from other facilities for processing and/or disposal at your facility. This form should
not be used for reporting receipt of residual wastes (e.g., food processing wastes, oil and gas wastewater, landfilt
leachate, elc.} - please use Form 3800-FM-BPNPSM0450 for reporting this information.

1. Enter Facility Name, Municipality, County, Watershed No., Month, Year, NPDES Permit No., and Permit
Expiration Date.

2. For septage, sludge and other wastewaters (specify type in the space provided), record the daily volume
received in gallons, the daily BODs concentration {average), the daily BODs load in Ibs (average), and the
disposal location. For disposal location, specify the plant location or tank receiving hauled in wastes (e.g.,
headworks, primarily clarifier, digester, etc.).

3. Determine daily BODs concentrations in mg/l by sampling loads in accordance with the permit or otherwise as
determined by the facility. Periodic sampling of loads is encouraged to improve confidence in reported results.

4. Caleulate the average, daily total and monthly total values and report the values in the spaces provided.

5. Type the name of the person who prepared the form, the person’'s job title, and sign and date the farm after
reading the certification statement.



3800-FM-BPNPSM0O437 32012 COMMONWEALTH OF PENNSYLVANIA
DEPARTMENT OF ENVIRONMENTAL PROTECTION

% pen nsylvania BUREAU OF POINT AND NON-POINT SOURCE MANAGEMENT
C— SUPPLEMENTAL REPORT — HAULED IN MUNICIPAL WASTES

Facility Name: East Goshen Municipal Authority STP & Sewer Systemn Month:
Municipality:  East Goshen Township County: Chester NPDES Permit No.: PAQQ50504
Renawal application due 180 days prior o expiration

Watershed: 3G
This permit will expire on

Year:

SEPTAGE SLUDGE OTHER (specify): | DAILY TOTALS
Day BODs | BODs Disposal BODs | BODs Disposal BODs BODs Disposai BODs
Gallons {mafl) {lbs) { ocation Galions {magft} (ibs} Location Gallons { mgﬁ {Ibs) Location Gallons {Ibs)

o=l Djon| |G|k —=

Monthly Totals:

Avg

. pared under my direction or supervision in accordance with a system designed to assure that qualified personnel gatner and evaluate the
informalion submitted. Based on my inquiry of the person or persons who manage the system or those persons directly responsible for gathering the information, the information submitted is, to the best
of my knowledge and belief, true, accurate and completo. | am aware that there are significant penalties for submitting false information, including the possibility of fine and imprisonment for knowing

violations. See 18 Pa. C.S. § 4904 (relating to unswom falsification).

| certify under penalty of law that this document was pre

Signature:

Prepared By:
Title:

Date:




3800-FM-BPNPSM0438  3/2012 COMMONWEALTH OF PENNSYLVANIA
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BUREAU OF POINT AND NON-POINT SOCURCE MANAGEMENT

pennsylvania

DERARTMENT OF ENYIADNMENTAL FROTECTION

INSTRUCTIONS FOR COMPLETING
SEWAGE SLUDGE / BIOSOLIDS SUPPLEMENTAL REPORT

1. Enter Facility Name, Municipality, County, Watershed No., Month, Year, NPDES Permit No., and Permit
Expiration Date.

Biosolids Production Information

2. For each off-site removal event for liquid sewage sludge or biosolids and for dewatered sewage sludge or
biosolids, and for each event where dewatered sewage sludge or biosolids are incinerated on-site, list the date of
the event, identify the gallons (liquid) or tons (dewatered) remaoved or incinerated and the percent solids {e.g.,
10%, 20%, etc.) Report only sewage sludge or biosolids that have been removed from the plant digesters and
other solids which have been permanently removed from the treatment process. Do not include sewage sludge
or biosolids from other facilities that are processed at your facility. (If there were no off-site removal events
during the menth, check the box above the table).

Calculate dry tons for liquid sewage sludge or biosolids by multiplying the volume (gallons) by the percent solids
and by a conversion factor of 0.0000417. For example, if 2,500 gallons of liquid biosolids is removed, and the
percent solids is 3.0%, dry tons is calculated as:

2,500 gallons x 3.0% x 0.0000417 = 0.31 dry tons

Calculate dry tons for dewatered sewage sludge or biosolids by multiplying the tons dewatered by the percent
solids and by a conversion factor of 0.01. For example, if 5 tons of dewatered biosolids is removed, and the
percent solids is 50%, dry tons is calculated as;

51tons x 50% x 0.01 = 2.5dry tons
The % Solids of liquid or dewatered sewage sludge or biosolids must be determined periodically through
laboratory testing. Da not estimate or guess this value. An acceptable test method is method 2540B in Standard

Methods for the Examination of Water and Wastewater, 18th edition, where samples ars dried at 103-105°C.
Other references such as ASTM may have equivalent tests which are also acceptable.

Biosolids and Incingrator Ash Disposal and Beneficial Use Information

3. Report sewage sludge, biosolids, and ash disposal and beneficial use information by disposal/application site.
There are columns for four possible sites per month - if more sites are needed, attach additional pages. For
each Site Name, listed at the top of the column, enter the Municipality and County of the site, the DEP Permit No.
{i.e., Biosolids permit number for land application, landfill waste management permit number, etc.), Type of
Material (sewage sludge, biosolids, or incinerator ash), Dry Tons Applied/Disposed at the site for the month,
Type of Disposal/Use (&.g., reed beds, agricultural utilization, composting, landfill, other treatment piant, etc.) and
the name of the hauler {company or individual name).

4. Type the name of the person who prepared the form, the person's job title, and sign and date the form after
reading the certification statement.
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% . DEPARTMENT OF ENVIRONMENTAL PROTECTION
pen nsyl_va nia BUREALU OF POINT AND NON-POINT SOURCE MANAGEMENT
E LEPARTMENT OF ENVIROWNMENTAL PROTECTION
SUPPLEMENTAL REPORT

SEWAGE SLUDGE / BIOSOLIDS PRODUCTION AND DISPOSAL
Facility Name: East Goshen Municipal Authority STP & Sewer System Month: Year:
Municipality:  East Goshen Township County: Chesler NPDES Permit No.: PA0050504
Watershed: 3-G Renewal application due 180 days prior to expiration

This permit will expire on

SEWAGE SLUDGE/BIOSOLIDS PRODUCTION INFORMATION (identify each off-site removal event and incineration event)
1 Check here if there were no off-site remaval events during the month

Liguid Sewage Sludge/Biosolids Dewatered Sewage Sludge/Biosolids ' T Sewage Sludge/Biosolids
Hauled Off-site Hauled Gff-site Dewatered and Incinerated On-site

Gallons % Solids Dry Tons Tons Dewatered % Solids Dry Tons Teons Dewatered % Solids Dry Tons

TOTAL: TOTAL: TOTAL:

SEWAGE SLUDGE/BIOSOLIDS AND INCINERATOR ASH DISPOSAL AND BENEFICIAL USE INFORMATION
(Identify all sites where sewage studge/biosalids or ash were disposed or land applied)

Site Name
Municipality
County
DEP Permit No.

Type of Material*

Dry Tons Applied/Disposed
Type of Disposal/Use*
Hauler Name

*See Instructions for explanation

| certify under penalty of law that this document was prepared under my direction or supenision in accordance with a system designed to assure that qualified personnel gather and evaiuate the
information submitted. Based on my inquiry of the person or persons who manage the system or those persons directly responsible for gathering the information, the information submitied is, to the best
of my knowledge and belief, true, accurate and complete. | am aware that there are significant penalties for submitting false information, induding the possibility of fine and imprisonment for knowing
violations. See 18 Pa. C.S. § 4804 {relating fo unswom falsification).

Prepared By: Signature:
Titde: Date:
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Instructions DEPARTMENT OF ENVIRONMENTAL PROTECTION
. BUREAU OF POINT AND NON-POINT SOURCE MANAGEMENT
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DEFARTMENT OF ENVIRONMENTAL PROTECTION

INSTRUCTIONS FOR COMPLETING
NON-COMPLIANCE REPORTING FORM

Use this supplemental form to report all permit violations and any other non-compliance that may endanger health or
the environment, in accordance with your permit. Complete all sections that apply. If you are reporting viclations of
permit limits, monitoring requirements or schedutes that do not pose an immediate threat to health or the
environment, you may attach this form to the Discharge Monitoring Report (DMR). If you are reporting other non-
compliance events, and the deadline for a written report (e.g., 5 days) does not coincide with your submission of the
DMR, this forr should be submitted separately to the Department by the reporting deadline set forth in the permit.

If you are unsure of whether an incident constitutes non-compliance that may endanger health or the
environment, it is recommended that you notify the Department verbally as soon as possible after you
become aware of the incident. Title 25, Pa. Code §§ 91.33 and 91.34 (regarding incidents causing or
threatening pollution and activities utilizing pollutants, respectively), in part requires immediate notification
by telephone to the Department of pollution incidents, remediation, and may require an additional report on
the incident or plan of pollution pravention measures.

Instructions:

1. Enter the name of the facility, the municipality and county where it is located, the month and year when violations
occurred, and the NPDES or WQM permit number for the facility.

2. If there were violations of permit effluent limitations during the month, check the box next to “Violations of Permit
Effluent Limitations.” (Note — if using the electronic version of this form, check the boxes first, and then select
Tools — Unprotect Document to enter additional information). Enter the date of the violation (if a violation of a
minimum or maximum limit, the date of sample collection, or if a violation of an average limit, the and of the
monitoring period), the parameter name, the permit limit and units, the statistical code (e.g., “MIN", “MAX", “MO
AVG", etc.), the measured result and units, the cause of the violation and the corrective action taken. If there
are more than two violations during the monitoring period and/or if the space provided is Insufficient to
explain the cause or corrective action, please attach additional pages.

3. If there are Sanitary Sewer Overflow {SSO) discharges or other unauthorized discharges from the facility (e.g.,
spills, leaks, etc.) that enter or have the potential to enter waters of the Commonweailth; including groundwater,
notify DEP by phone as soon as possible, and document the discharge on this form by checking the box next to
“Sanitary Sewer Overflows and Other Unauthorized Discharges.” Record the event (discharge) date, the
substance discharged (e.g., sewage, on-site chemicals, etc.}, the location where the discharge occurred {e.g.,
manhole number, pump station name, equipment description, etc.), the volume discharged (gallons), the
approximate duration of the discharge (hours), the receiving waters (name of stream or groundwater), the impact
on the receiving waters, if observed (e.g., solids deposition, foam, fish kill, etc.), the cause of the discharge, and
the date on which the Department was verbally notified. If there are more than two discharge events during
the monitering period and/or if the space provided is insufficient to explain the discharge, please attach
additional pages.

4. If there are other violations of the permit, check the box next to “Other Permit Violations,” and check the
appropriate box that describes the violation type. If not identified on the form, check the box next to “Other” and
provide a written explanation. If the space provided is insufficient to explain the violation, please attach
additional pages.

5. Type your name and title and sign and date the form after reading the certification statement,

If you have questions about completing this form, contact the Clean Water Program Operations Section of the
Department in your region;

Southeast Region —~ (484) 250-5970 Northcentral Region — (570) 327-3636
Northeast Region — {570} 826-2553 Southwest Region - (412) 442-4060
Southcentral Region - (717) 705-4707 Northwest Region — (814) 332-6942
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‘p pennsylvania BUREAU OF POINT AND NON-POINT SOURCE MANAGEMENT
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Use Lhis supplemental form to repart all permit violations and any other non-compliance that may endanger health or the environment, in accordance with your permit. Complete all
sactions Lhat apply. If you are reporting violations of permnit limits, monitaring requirements or schedules that do not pose an immediate threat to health or the environment, you may
attach this form to the Discharge Monitoring Report (DMR). Title 25, Pa. Code §§ 91.33 and 91.34 {regarding incidents causing or threatening pollution and activities
utilizing pollutants, respectively), in part requires immediate notification by telephone to the Department of pollution incidents, remediation, and may require an
additional report on the incident aor plan of pollution prevention measures. If you are reporting other non-compliance events, and the reporiing deadline does not coincide with
your submission of the DMR, it should be submitted separately to the Department by the reporting deadline set forth in the permit. See instructions for more information.

Facility Name:  East Goshen Municipal Authority STP & Sewer System Month: Year:
Municipality: East Goshen Township County: Chester Permit No.:  PAQ0Q50504
[ Violations of Permit Effluent Limitations*
Permit Statistical
Date Parameter Limit | Units Code Result Units Cause of Violation Corrective Action Taken

O Sanitary Sewer QOverflows and Other Unauthorized Discharges*

Substance Volume | Duration Receiving Date DEP
Event Date | Discharged Location (gals) {hrs) Waters Impact on Waters Cause of Discharge Notified

| Other Permit Violations*

O Sample collection less frequent than required Explain
0  Sample type not in compliance with permit Explain
O Violation of permit schedule Explain
0  Other Explain
0  Other Explain

* If the space provided is not sufficient to record all information, please attach additional sheets.

| certify under penalty of Jaw that this document was prepared under my direction or supervision in accordance with a system designed to assure that qualified personnel gather and evalusie the
infosmation submitted. Based on my inquiry of the person or persons who manage the system or those persans direclly responsitle for gathering tha information, the information submitied is, to the best of
my knowledge and belief, true, accurate and complete. | am aware that there are significant penalties for submitting false information, including the possibility of fine and imprisonment for knowing
viofations. See 18 Pa. C.S. § 49804 (relating to unswom falsification).

Prepared By: Signature:
Title: Date:
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COMMONWEALTH OF PENNSYLVANIA

DEPARTMENT OF ENVIRONMENTAL PROTECTION
i{, pennsylvania | BUREAU OF POINT AND NON-POINT SOURCE MANAGEMENT
NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NFDES)
PRIMARY FACILITY NAME/ADDRESS DISCHARGE MONITORING REPORT {DMR)
NAME Ridley Creek STP
East Goshen Municipal Authority
CLIENT Chester County PA0050504 001 Reporting Frequency: Monthly
ADDRESS 1580 Paoli Pike PERMIT NUMBER OUTFALL NUMBER DMR Effective From: May 1, 2017
West Chester, PA 19380-6107 DMR Effective To: April 30, 2022
LOCATION East Goshen Township MONITORING PERIOD Permit Expires: April 30, 2022
Chester County YEAR MO DAY YEAR | MO DAY Pemnit Application Due: Novemizer 1, 2021
WATERSHED  3-G TO ___ Check Here if No Discharge
NOTE: Read Instructions before completing this form
PARAMETER QUANTITY OR LOADING QUALITY OR CONCENTRATION NO. | FREQUENCY SAMPLE
VALUE VALUE UNITS VALLE VALUE VALUE UNITS EX | OF ANALYSIS TYPE
SAMPLE
MEASUREMENT
PERMIT Report Report
Fiow REQUIREMENT Avg Mo Daily Max MGD XXX KX XXX XK Continuous Measured
SAMPLE
MEASUREMENT
PERMIT 6.0 2.0
pH REQUIREMENT XX XXX 200 Min HXX Max 5.U. 1/day Grab
SAMPLE
MEASUREMENT
PERMIT 5.0
Dissolved Oxygen REQUIREMENT XXX XXX XXX Min XXX XXX mg/L 1iday Grab
Carbonaceous SAMPLE
Biochemical Oxygen MEASUREMENT
Demand (CBODS) PERMIT 125 188 20 30 24-Hr
Nov 1 - Apr 30 REQUIREMENT Avg Mo Widy Avg Ips/day XXX Avg Mo Wkly Avg mgil 1iweek Composite
Carbonaceous SAMPLE
Biochemical Oxygen MEASUREMENT
Demand (CBODS5) PERMIT 62 84 10 15 24-Hr
May 1 - Ocl 31 REQUIREMENT Avg Mo Whly Avg Ibs/day XXX Avg Mo Wkly Avg mg/L 1hweek Composite
SAMPLE
Biochemical Oxygen MEASUREMENT
Demand (BODS} PERMIT Report Report 24-Hr
Raw Sewage Influent REQUIREMENT Avg Mo KX Ibs/day KO Avg Mo XXX mg/L 1iweek Composite
[} nerury Lnder panay D\" law [hal this document was prsparl: :WEI' my
NAMETITLE PRiNCIPAL' EXECUTIVE OFFICER o g0 vl posldt nalhsr ) with ‘?"‘;"’“ deaigned (o assura TELEPHONE DATE
Based on my inquiry of the person or pemns \nho managa the sydnm
o those persans direcly reap tha
mmm;"wm ) 'n;“m“"‘;a.ﬁ: ;r;‘n;‘“ma?‘:"?;"”;;::’ SIGNATURE OF PRINCIPAL EXECUTIVE
TYPED OR PRINTED b i e b, feiaind o ooty o s and OFFICER OR AUTHORIZED AGENT AREA | NUMBER | YEAR | MO | pay
10 unawor [aisficabon’

COMMENTS (Report alf violations on the “Non-Compliance Reporting Formt")
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%f pennsylvania

PRIMARY FACILITY NAME/ADDRESS

COMMONWEALTH OF PENNSYLVANIA
DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF POINT AND NON-POINT SOURCE MANAGEMENT
NATIONAL POLLUTANT ISCHARGE ELIMINATION SYSTEM (NPRES)
DISCHARGE MONITORING REPORT ({DMR)

NAME Ridley Creek STP
East Goshen Municipal Authority
CLIENT Chesler County PA0050504 001 Reporting Frequency: Monthly
ADDRESS 1580 Paoli Pike PERMIT NUMBER OUTFALL NUMBER DMR Efiective From: May 1, 2017
West Chester, PA 19380-6107 DMR Effective Ta: April 30, 2022
LOCATION East Goshen Township MONITORING PERIOD Permit Expires: April 3D, 2022
Chester County YEAR MO DAY YEAR | MO DAY Permit Application Due: November 1, 2021
WATERSHED 3G 0 ____ Check Here if No Discharge
NOTE: Read Instructions before completing this form
PARAMETER QUANTITY OR LOADING QUALITY OR CONCENTRATION NO. | FREQUENCY SAMPLE
VALUE VALUE UNITS VALUE VALUE VALUE UNITS EX | OF ANALYSIS TYPE
SAMPLE
MEASUREMENT
Total Suspended Solids PERMIT Report Report 24-Hr
Raw Sewage Influent REQUIREMENT Avg Mo XX ibs/day XX Avg Mo XXX ma/L 1iweek Composite
SAMPLE
MEASUREMENT
PERMIT 62 94 10.0 15.0 24-Hr
Total Suspended Solids REQUIREMENT Avg Mo Wkly Avg Ibs/day XXX Avg Mo Wkly Avg mg/L 1iweek Composite
SAMPLE
MEASUREMENT
FERMIT 200 1000 CFUM0C
Fecal Coliform REQUIREMENT XXX XXX XX XXX Geo Mean IMAX mt 1iweek Grab
SAMPLE
MEASUREMENT
Ammoenia-Nitrogen PERMIT 44 7.0 24-Hr
Nov 1 - Apr 30 REQUIREMENT Avg Mo XXX bs/day XK Avg Mo XXX mg/L 1/week Composite
SAMPLE
MEASUREMENT
Ammonia-Nitrogen PERMIT 16 25 24-Hr
May 1 - Oct 31 REQUIREMENT Avg Mo XXX Ibsiday Y00 Avg Mo XXX mglL 1iweek Composite
SAMPLE
MEASUREMENT
PERMIT 3.0 0.5 24-Hr
Total Phasphorus REQUIREMENT Avg Mo XXX Ibs/day KXX Avg Ma KX mag/l 1/week Composite
1 Garti-l‘y wundar psniit_y o[ lew thial Lhis cbg.lnentwas prq?alui under oy
NAME/TITLE PRINCIPAL EXECUTIVE OFFICER. :‘{:‘"q‘.’;‘h;:“"’“'“" ';m‘” wilh a 5.}‘:9 designadd to amsure TELEPHONE DATE
Basad on my inquiry of the person or pamne wha manage the syalem
or lose perscns diredty ibla for galhesing the bk ion, e
fommation submitied is, ko e beal of my knowladge and bellef, trus,
T aiers thel thato aro Soriicant pencies | SIGNATURE OF PRINCIPAL EXECUTIVE v,
TYPED OR PRINTED imprt T for knowing vi Ses 18 Pa. C.5. § 4604 (relating OFFICER OR AUTHORIZED AGENT CODE NUMBER YEAR | MO DAY
o ungwym fajaification).

COMMENTS (Report all violations on the “Non-Compliance Reporting Form)
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PRIMARY FACILITY NAME/ADDRESS

COMMONWEALTH OF PENNSYLVANIA
DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREALU OF POINT AND NON-POINT SOURCE MANAGEMENT
NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)

DISCHARGE MONITORING REPORT {DMR}

NAME Ridley Creek STP
East Goshen Municipal Authority
CLIENT Chester County PAD0S0504 002 Reporting Frequency: Monthly
ADDRESS 1580 Paoli Pike PERMIT NUMBER OUTFALL NUMBER DMR Effective From: May 1, 2017
West Chester, PA 19380-6107 DMR Effective To: April 30, 2022
LOCATION East Goshen Township MONITORING PERIOD Permit Expires: April 30, 2022
Chester County YEAR MO DAY YEAR | MO DAY Permit Appiication Due: November 1, 2021
WATERSHED 3G TO __ Check Here if No Discharge
NOTE: Read Instructions befoere completing Lhis form
PARAMETER QUANTITY OR LOADING QUALITY OR CONCENTRATION NO. [ FREQUENCY SAMPLE
VALUE VALUE UNITS VALUE VALUE VALUE UNITS EX | OF ANALYSIS TYPE
SAMPLE
MEASUREMENT
PERMIT Report Report
Flow REQUIREMENT Avg Mo Daily Max MGD HXX XXX KK KKK Coniinuous Measured
SAMPLE
MEASUREMENT
PERMIT 6.0 9.0
pH REQUIREMENT XXX XXX XX in XXX Max S.U. 1/day Grab
SAMPLE
MEASUREMENT
FERMIT 5.0
Dissalved Oxygen REQUIREMENT XXX KoK XXX Min XXX KX mail 1/day Grab
Carbonaceous SAMPLE
Biochemical Oxygen MEASUREMENT
Demand {CBODS) PERMIT 125 188 20 30 24-Ar
Nov 1 - Apr 30 REQUIREMENT Avg Mo Widy Avg Ibs/day XXX Avg Mo Wkly Avg |  mgil 1/week Composite
Carbonaceous SAMPLE
Biochemical Oxygen MEASUREMENT
Demand {CBODS} PERMIT 62 94 10 15 24-Hr
May 1 - Qct 31 REQUIREMENT Avg Mo Wkly Avg Ibsiday XXX Avg Mo Wiy Avg mgiL 1iweek Composite
SAMPLE
MEASUREMENT
PERMIT 62 94 10.0 15.0 24-Hr
Total Suspended Solids REQUIREMENT Avg Mo Wkly Avg Ibs/day XXX Avg Mo Whiy Avg mgiL 1/week Composite
] camfy umial pﬁ'l&lly of law that this documsﬂt was praparad under my '
NAME/TITLE PRINCIPAL EXECUTIVE OFFICER that g mm ';anw el “’3’"’"‘ designed to assure TELEPHONE DATE
Basad on my qulry of the parsan ar porsnns who managa thea systam
or thosa pareons direcly the i the
carss o, 'h“‘“hm gJ&xﬂg:&wgm’ SIGNATURE OF FRINCIPAL EXECUTIVE
TYPED OR PRINTED “" “”’"“;‘ng;‘”°:’""°" o Son 18 Pa. .5, § 4604 (rlaing OFFICER OR AUTHORIZED AGENT ArcA | NuMBER | YEAR | MO | DAY
to algil n]

COMMENTS (Report alf viclations on the “Non-Compliance Reporting Form”)
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COMMONWEALTH OF PENNSYLVANIA

w2 . DEPARTMENT OF ENVIRONMENTAL PROTECTION
£ pennsylvania BUREAU OF POINT AND NON-POINT SOURCE MANAGEMENT
NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)
PRIMARY FACILITY NAME/ADDRESS DISCHARGE MONITORING REPORT {DMR)
NAME Ridiey Creek STP
East Goshen Municipal Authority
CLIENT Chester County PAD0S0504 002 - Reporting Frequency: Monthly
ADDRESS 1580 Paoli Pike PERMIT NUMBER OUTFALL NUMBER DMR Effective From: May 1, 2017
West Chester, PA 19380-6107 DMR Effective To: April 30, 2022
LOCATION East Goshen Township MONITORING PERIOD Permit Expires: April 30, 2022
Chester County YEAR MO DAY YEAR | MO DAY Permit Application Due: November 1, 2021
WATERSHED  3-G TO ___ Check Here if Na Discharge
NOTE: Read Instructions before completing this form
PARAMETER QUANTITY OR LOADING QUALITY OR CONCENTRATION NO. | FREQUENCY SAMPLE
VALUE VALUE UNITS VALUE VALUE VALUE UNITS EX | OF ANALYSIS TYPE
SAMPLE
MEASUREMENT
PERMIT 200 1000 CFU/1DD
Fecal Coliform REQUIREMENT 2K XXX XX XXX Geo Mean IMAX ml 1/week Grab
SAMPLE
MEASUREMENT
Ammonia-Nitrogen PERMIT 44 7.0 24-Hr
Nov 1 - Apr 30 REQUIREMENT Avg Mo KK Ibs/day KX Avg Mo mgiL 1/week Composite
SAMPLE
MEASUREMENT
Ammonia-Nitrogen PERMIT 16 2.5 24-Hr
May 1 - Oct 31 REQUIREMENT Avg Mo XXX Ibsiday XXX Avg Mo mg/L iweek Composiite
SAMPLE
MEASUREMENT
PERMIT 3.0 0.5 24-Hr
Total Phasphorus REQUIREMENT Avg Mo X0 tbs/day XX Avg Mo mgiL 1/week Composite
| &arlry Undel panalty of lew that Lhis docamant was plspal:: under my
NAME/TITLE PRINCIPAL EXECUTIVE OFFICER ::mg;d Supervision l: m with a aysmm daslgned to e TELEPHONE DATE
Besed on my inquiry of the PRGN O PArENs \nho manqa the sy'atsrn
or thats parsons directly resp for
sccumn mw h'h;’“wa‘:‘; ;r;‘n‘{:::’:ﬁ:"m":"“;‘m SIGNATURE OF PRINCIPAL EXECUTIVE
TYPED OR PRINTED o ““‘EEH&""“" . SoniB Pa G § 004 (rasing OFFICER OR AUTHORIZED AGENT priecal NUMBER | YEAR | MO | DAY
o il 5

COMMENTS (Report all violations on the “Non-Compliance Reporting Form”)
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